MICO Yl

specifications

The “Emergency Gaseous Oxygen Inlet Station” shall be an
Amico Alert-1 series.

As required by NFPA 99 (National Fire Protection Association)
“Health Care Facilities; oxygen systems having the source
of supply outside the building shall have an inlet to con-
nect a temporary, auxiliary source of supply for emergency
or maintenance situations.This connection shall include
necessary valves and to allow for an emergency supply of
oxygen and isolation of the normal source of supply. The
inlet connection shall be a CGA 540 connection and be
provided with a nut to prevent entry of foreign matter into
the oxygen system when not in use.

A 1”brass ball valve and a high pressure regulator controls
access to the emergency supply and indicates the supply
pressure and the pressure being introduced into the oxygen
pipeline.

The Emergency Gaseous Oxygen Inlet shall be housed in a
weather tight surface mount enclosure.

The enclosure door shall be labelled “Emergency High Pres-
sure Gaseous Oxygen Inlet” and shall be equipped with a
staple for padlocking to allow entry only by authorized
personnel. A print pocket shall be included on the door
interior for storage of instructions. A mounting frame shall
extend completely around the enclosure to trim recessed
mounting on an exterior wall.

The interior of the enclosure shall be clearly labelled with
instructions for connection and operation of the emergency
oxygen inlet.

Bronze body check valves with female pipe threads on each
end is required for installation in the main and emergency
supply pipeline in accordance with NFPA-99.

A brass body relief valve with the relief pressure set @75 psi
is required for installation in the emergency supply line.The
relief valve shall be supplied factory cleaned for oxygen
service and shall automatically reseat after discharging to
provide a positive seal.

Amico products comply with NFPA-99.
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features

» High pressure CGA 540 cylinder connection for
NFPA-99 compliance

» Lockable weather tight enclosure, for outside
mounting

P Gauge for display of supply pressure

J» Box can be mounted horizontally or vertically by
changing front label

J» Boxavailable in recessed or surface mounting

> Bronze body check valves and brass body relief
valves available for installation (must be ordered
separately)
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Emergency High Pressure Oxygen Inlet Station Surface Mounted:
M-FILL-OXY-S

Optional Check and Relief Valves (to be ordered separately):

Check Valve 1” VV-CHK-10

Check Valve 1-1/2" VV-CHK-15

Check Valve 2" VV-CHK-20

Relief Valve M-X-MAN-72W-075
Relief Valve Pipe Away Adapter 1/2" NPT M-X-PIPEAWAY-05

Copper Outlet Pipes

e

model numbers

represented by:

Amico Corporation Toll Free Tel: 1.877.462.6426 | Toll Free Fax:1.866.440.4986
85 Fulton Way, Richmond Hill, ON L4B 2N4, Canada Tel:905.764.0800 | Fax: 905.764.0862
31 Sprague Avenue, Amityville, NY 11701, USA www.amico.com May-07
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